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PROPOSED TRAIL EASEMENTJ NEW TRAIL EASEMENT —
KEY — PROTECTION AREAS
UTILITY CONSTRUCTION NOTES:
1.)  WATERMAIN WORK SHALL CONFORM TO THE CURRENT SAINT PAUL WATER UTILITY STANDARDS FOR THE INSTALLATION OF WATERMAINS. PROTECT WETLANDS
2.) SANITARY SEWER WORK SHALL COMPLY WITH THE CURRENT CITY ENGINEERS ASSOCIATION OF MINNESOTA: STANDARD SPECIFICATIONS:.
5.) MEGA LUG RESTRAINING BOLT SYSTEM SHALL BE USED ON WATERMAIN. (SPW STD. DETAIL D-11) PROTECT WOODS
4.) WATERMAINS SHALL BE POLY WRAPPED.
5.) WATERMAIN SHALL HAVE COPPER STRAPS ON SLIP JOINT PIPE — COPPER CLIPS ARE NOT ACCEPTABLE.
6.) WATER SERVICES OUTSIDE OF THE RIGHT OF WAY LINE SHALL BE COMPLETED UNDER THE DIRECTION OF A LICENSED PLUMBER.
7.) WATER SERVICES SHALL BE INSTALLED INDEPENDENTLY OF THE WATERMAIN AFTER ACCEPTANCE.
8.) HYDRANTS SHALL BE WP—1 (WATEROUS PACER, SINGLE STEAMER, St. PAUL THREADS), GATE VALVES SHALL BE RED NUT (RIGHT HANDED).
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